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ORDER No. R3-2013-0042
Annual Report-2018

In accordance with the requirements of the general provisions of the Summerland
Sanitary District’s NPDES Permit No. CA0048054, we are transmitting the District’s
Annual Report for 2018. The monitoring data is compiled throughout the year and is
presented in both tabular and graphic form.

As required, the following is a list of certified operators currently employed by the
District:
e Michael J. Sullivan, Treatment Plant Operations Supervisor/General Manager,
Grade 111-9077, expiration date 12/31/2020
Servando A. Aguilar, Sr. Operator I, Grade 1-9369, expiration date 12/31/2020
Noe Aguilar Vega, Operator II, Grade III- 42178, expiration date 11/20/2020.
Mr. Vega has completed Collections System Maintenance Grade 1 #1308216043
CWEA. Expiration date 09-30-2019.
e Eduardo Nava, Operator I, Grade II- 42423 expiration date 05/09/2020. Mr. Nava
has completed Collections System Maintenance Grade 1 #1308216042 CWEA.
Expiration date 09-30-2019.

During 2018, all parameters of the effluent quality were within the limits set by the
District’s discharge permit. The monthly grease and oil, ammonia (nitrogen), total and
fecal coliform, BOD, total suspended solids and turbidity were analyzed by Fruit
Growers Laboratory (FGL) of Santa Paula, California. FGL also completed the analysis
for the annual effluent, ocean and sludge sampling. Aquatic Bioassay & Consulting
Laboratories, Inc (ABC Labs) in Ventura, California, performed the chronic toxicity
testing.

For 2018 74.68 tons of biosolids were hauled to San Joaquin Composting facility in Kern
County by Liberty Compost.

On August 13, 2018, Salty Dog Dive Service of Santa Barbara California completed the
inspection of the District’s ocean outfall pipeline. The entire outfall inspection report is
attached as a separate document and is uploaded under the CIWQS reporting system ID
2083388.
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Collection System Maintenance and Renovation Program

Objective:

To reduce sanitary overflows, increase system reliability, optimize service life of
collection system components, plan for facility replacement and educate public on
importance of maintaining private laterals.

Goals- Short Term:

Continue systematic cleaning and closed-circuit televising of collection system to
identify problem areas and effectiveness of cleaning efforts. Repair problem
areas if found.

As needed, locate, raise, and repair District manholes and cleanouts.

Monthly updating of GIS system to reflect maintenance work as well as property
owner information.

Monthly updating of District Atlas with any changes that may be needed (new
service connections, new manholes, collection system repairs etc.).

As collection system is televised, update property connection data for future
reference. This entails getting footage from nearest manhole to property lateral
connection into District main sewer line. Other property information will be
entered if pertinent to sewer service.

Goals- Long Term:

Repair collection system mainlines if problems found by means of point repair or
slip-lining of collection mainline.

To have the collection system in a state of operation where only minor repairs are
needed.

To continue to bring property owners sewer service who are currently on septic
systems for their sanitary needs.

Continue to stay abreast of future reclamation needs in conjunction with local
water district.

Continue educating the public on wastewater issues with Summerland Sanitary
District newsletters.

Actions completed in 2018:

In 2018, approx. 37,392 feet of collection mainline was cleaned by District staff
using trailer jetter. Approx. 4,591 feet of mainline was televised by District staff
with closed circuit televising equipment.

Maintenance on motor control center (MMC).
Annual and routine maintenance of three lift stations and four on-site generators.
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® Rehabilitation of one sewer pipeline from manhole R9057 to manhole R9058 by
inserting a PVC spiral wounded liner profile to fit to the inner diameter of the
existing pipe line, therefore eliminating the need to excavate.

® Spent approx. $107,800 on repairs to collection system which included pipeline
repair.

® Finished upgrade of GIS system and collection maps in July of 2018. Staff can
now access collection system maps and make changes online when necessary.

2018 Reported Overflows:

e No overflow spills to report for calendar year 2018.

Please feel free to contact me if you have any questions or need additional information.

“I certify under penalty of law that this document and all attachments were prepared under my
direction or supervision in accordance with a system designed to assure that qualified personnel
properly gather and evaluate the information submitted. Based on my inquiry of the person or
persons who manage the system, or those persons directly responsible for gathering the
information, the information submitted is, to the best of my knowledge and belief true, accurate,
and complete. I am aware that there are significant penalties for submitting false information,
including the possibility of fine and imprisonment for knowing violations.” [40 CFR §122.22(d)].

Sincerely,

MicHael J. Sullivan
Ggneral Manager

ummerland Sanitary District
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